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NOTES:
1. All wire shall be copper, type TW, min. wire size AWG #10.
2. Splices shall be made with split balt eannactors, and ancapsulated in epoxy,
3. Trace wires shall be inter-connected at pipe teas and crosses and valves.
4. Continuity tests shall be conductad by the contractor as directed by the
Engineer prior to acceptance.
5. Wire to be clear of concrete at thrust blocks.
6. Trace wire is required on all non-metallic water lines including fira
hydrant lines,
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